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Etats-Unis : Hope Creek : Arrêt d’urgence
automatique du réacteur n° 1 suite à la perte
des 2 pompes de recirculation

Toutes les barres de contrôle se seraient insérées correctement et tous les systèmes de
sécurité auraient répondus comme ils le devaient. La chaleur est évacuée par le bypass de
la turbine vers le condenseur principal.

Type : Fukushima I (BWR type Mark I) - Puissance : 3 840 MWth - Première divergence :
06/1986

Available in english only.

Event Number : 51430

Facility : HOPE CREEK

State : NJ

Unit : [1] - RX Type : [1] GE-4

Event Date : 09/28/2015 - Event Time : 20:46

Emergency Class : NON EMERGENCY 10 CFR Section : 50.72(b)(2)(iv)(B) - RPS ACTUATION - CRITICAL

Initial PWR : 100 % Current PWR : 0 %

Event Text

AUTOMATIC REACTOR SCRAM FOLLOWING TRIP OF BOTH REACTOR RECIRCULATION PUMPS

"On September 28, 2015 at 2046 EDT, the Hope Creek reactor scrammed following a trip of both
reactor recirculation pumps.



"All control rods fully inserted into the core. All safety systems responded as designed and expected.
There was no radiological release. The unit is stable in Mode 3 with decay heat being removed via the
turbine bypass valves rejecting steam to the main condenser. Normal feedwater level control is
providing makeup to the reactor vessel.

"No personnel injuries resulted from the event.

"The Outage Control Center has been staffed to determine the cause of the reactor scram.

"The Hope Creek NRC Resident Inspector has been notified."

The licensee notified Lower Alloways Creek township of the event.

https://www.nrc.gov/reading-rm/doc-collections/event-status/event/2015/20150929en.html#en51430

https://www.nrc.gov/reading-rm/doc-collections/event-status/event/2015/20150929en.html#en51430

