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Etats-Unis : Waterford : Arrêt automatique
d’urgence du réacteur

Suite à cet arrêt dont la cause est recherchée, toutes les barres de contrôle se sont
insérées dans le coeur du réacteur n° 3. L’eau d’alimentation d’urgence a été déclenchée
bien que, selon la NRC, elle n’ait pas été utile au maintien du niveau d’eau dans les
générateurs de vapeur. Après être entré en arrêt automatique d’urgence, le réacteur est
entré dans les procédures d’arrêt normal. La chaleur du cœur est évacuée par le
condenseur principal.

Type : PWR - Puissance : 3 716 MWth - Première divergence : 03/1985

Available in english only.

Event Number : 51447

Facility : WATERFORD

State : LA Unit : [3] - RX Type : [3] CE

Event Date : 10/03/2015 - Event Time : 23:07

Emergency Class : NON EMERGENCY 10 CFR Section : 50.72(b)(2)(iv)(B) - RPS ACTUATION - CRITICAL
50.72(b)(3)(iv)(A) - VALID SPECIF SYS ACTUATION

Initial PWR : 100 % Current PWR : 0 %

Event Text

AUTOMATIC REACTOR TRIP

"At 2307 CDT Waterford 3 experienced an automatic reactor trip and all Control Element Assemblies
(CEAs) inserted into the core. The cause of the automatic reactor trip is currently under investigation.

"The plant is currently in Mode 3 [Hot Standby] and stable with Main Feedwater feeding and



maintaining both Steam Generators. Main Feedwater Pump ’A’ tripped subsequent to the reactor trip.
Emergency Feedwater actuated following the plant trip as expected, but was not required to maintain
Steam Generator level.

"The plant entered the Emergency Operating Procedure for an uncomplicated reactor trip and has
now transitioned to the normal operating shutdown procedure."

Unit 3 is in a normal post trip electrical lineup. The Main Condenser is in-service removing decay
heat..

The licensee informed the NRC Resident Inspector.

https://www.nrc.gov/reading-rm/doc-collections/event-status/event/2015/20151005en.html
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